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TAPPING SLEEVE VALVE & WELL

GATE VALVE & WELL

HYDRANT

SOIL  EROSION  AND  SEDIMENTATION  CONTROL

NOTES  AND  MAINTENANCE  NOTES

1. This Project shall be constructed in compliance with Part 91 of Act 451 of 1994 as amended, the Soil

Erosion and Sedimentation Control Act and the Genesee County Drain Commission Soil Erosion and

Sedimentation Control requirements

2. All erosion and sedimentation control work shall conform to the standards and specifications of the

Genesee County Drain Commission.

3. Erosion and any sedimentations from work on this site shall be contained on the site and not allowed

to collect on any off site areas or in Waterways. Waterways include both natural and man made open

ditches, streams, storm drains, lakes and ponds.

4. Staging of the work will be done by the Contractor as directed in these plans and as required to

ensure progressive stabilization and maintenance of disturbed earth change.

5. The Contractor shall be responsible for installation and maintenance of soil erosion and sedimentation

control devices.

6. The Contractor shall implement and maintain the soil erosion control measures as shown on the plans

before and at all times during construction of this project. Any modifications or additions to soil erosion

control measures due to construction or changed conditions shall be complied with as required or

directed by the Office of the Genesee County Drain Commission.

7. If any of SESC measures on the site are deemed inadequate or ineffective, the Genesee County

Drain Commission has the right to require additional SESC measures at the expense of the

Contractor.

8. The Soil Erosion and Sedimentation Control Measures shall be maintained weekly and after every

storm event by the Contractor.

9. Install Inlet Filter on all permanent catch basins per detail.

A Inlet filters shall be inspected weekly under normal conditions, within 24 hours of a rainfall and

daily during a prolonged rain event.

B Buildup of sediment and debris shall be removed promptly.

C If fabric decomposes or becomes ineffective prior to the end of expected usable life and the

barrier is still required, the silt fence shall be replaced promptly.

10. All stockpiled soils shall be maintained in such a way as to prevent erosion from leaving the site. If the

stockpile will be on site for more than 30 days, then the stockpile must be seeded. Silt fence must be

installed around the perimeter of the stockpile. Immediately after seeding, mulch all seeded areas with

unweathered small grain straw, spread uniformly at the rate of 1 to 2 tons per acre or 100 pounds (2-3

bales) per 1000 square feet. This mulch should be anchored with disc type mulch anchoring tool or

other means as approved by the Genesee County Drain Commission. Mulch matting may be used in

lieu of loose mulch.

11. If any dewatering is needed, it shall be discharged through a filter bag over a well vegetated area. The

pump must discharge at a non-erosive velocity. If necessary, an approved energy dissipater may be

used.

12. All dirt tracked onto roadways shall be removed immediately.

13. Streets and or parking areas will be scraped on a daily basis and swept at a minimum of once per

week by the contractor.

14. During dry periods, all disturbed areas shall be watered for dust control.

15. Permanent soil erosion control measures for all slopes, channels, ditches, or any disturbed land area

shall be completed within 5 calendar days after final grading or the final earth change has been

completed. When it is not possible to permanently stabilize a disturbed area after earth change

activity ceases, temporary soil erosion control measures shall be implemented immediately. All

temporary soil erosion control shall be maintained until permanent soil erosion control measures are

implemented. All permanent soil erosion control measures will be implemented and established

before a certificate of compliance is issued.

16. Final grade, establish vegetation, and/or landscape all disturbed areas not built or paved upon.

17. Remove all temporary soil erosion control devices after permanent stabilization is established.

G

F

GAS STATION FILL PIPE

V

AIR FILL TANK

General:

1. Contractor to notify Engineer immediately of discrepancies or of missing information.

2. Utility locations are depicted from records provided by the respective utility company.  Locations, sizes and

depths shall be field verified by the contractor.

3. Sanitary sewer lead locations are depicted from records provided by the respective Owners. Locations, sizes

and depths shall be field verified by the contractor.

4. Drives shall be accessible at all times unless prior arrangements have been made with the respective

property owner(s).

5. The contractor shall coordinate all service interruptions with the residents a minimum of 48 hours prior to the

interruptions. Contractor is responsible for all notifications.

6. All signs within project limits shall be salvaged and reinstalled incidental to the contract.

7. All abandoned sewer main, within project limits, shall be bulkheaded and filled with flowable fill.

8. Contractor shall notify local businesses that will be directly impacted by closures.

9. Concrete & composite pavement repairs shall be in accordance with MDOT Standard Detail R-44. Joint types

shall match the adjacent joints.  If edge of pavement repair is not at an existing joint, a tied joint (Trg) type

shall be used.

10. Sanitary Sewer is to have 1.5 feet of vertical separation between crossings with water mains. For crossings

with less than 1.5 feet, the water main shall be encased in concrete. Horizontal separation between sanitary

sewers and water main shall be a minimum of 10 feet. If the minimum horizontal separation cannot be

achieved, maintain a minimum vertical separation of 1.5 feet. Each utility must be in a separate trench. All

measurements are from outside of pipe to outside of pipe.

Restoration:

1. Replace all disturbed curb ramps.

2. Restore all disturbed landscape.

Permits Required:

· Genesee County Road Commission work in Right-of-Way

· Genesee County Drain Commission Soil Erosion and Sediment Control permit

Abbreviations:

San = Sanitary

MH = Manhole

PT = Curve-Tangent Intersect

PI = Tangent-Tangent Intersect

PC = Tangent-Curve Intersect

PRC = Reverse Curve-Curve Intersect

EP = Alignment End

BP = Alignment Beginning

LEGEND EX. PAVEMENT LEGENDGENERAL NOTES

39

54
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